
Western Area Power Administration Starting Forecast Month:

Sierra Nevada Region

Through
      Values at Load Center (Tracy Substation)
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Jul-2021 1405 460 55 35 26.3 19.6 182.0 0.0 0.0 0.0 0.0 1,141.7 405.4 47.7

Aug-2021 1195 390 45 30 27.2 20.2 182.0 0.0 0.0 0.0 0.0 940.8 339.8 48.5

Sep-2021 840 270 50 20 24.3 17.5 182.0 0.0 0.0 0.0 0.0 583.7 232.5 55.3

Oct-2021 945 220 145 120 24.3 18.1 182.0 0.0 0.0 0.0 0.0 593.7 81.9 18.5

Nov-2021 850 110 60 50 28.0 20.1 182.0 0.0 0.0 0.0 0.0 580.0 39.9 9.5

Dec-2021 1035 110 75 60 26.9 20.1 182.0 0.0 0.0 0.0 0.0 751.1 29.9 5.4

Jan-2022 1090 100 115 105 29.8 22.2 182.0 0.0 0.0 27.2 0.0 763.2 0.0 0.0

Feb-2022 1125 100 25 15 30.2 20.3 182.0 0.0 0.0 0.0 0.0 887.8 64.7 10.9

Mar-2022 1270 120 30 20 28.0 20.8 182.0 0.0 0.0 0.0 0.0 1,030.0 79.2 10.3

Apr-2022 1335 230 35 20 24.1 17.3 182.0 0.0 0.0 0.0 0.0 1,093.9 192.7 24.5

May-2022 1430 270 45 25 23.9 17.8 182.0 0.0 0.0 0.0 0.0 1,179.1 227.2 25.9

Jun-2022 1170 270 60 60 27.8 20.0 182.0 0.0 0.0 0.0 0.0 900.2 190.0 29.3

 

Total 13,690.0 2,650.0 740.0 560.0 320.7 234.0 0.0 27.2 1,883.2
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Jul-2021 1425 450.0 55.0 35.0 26.3 19.6 182.0 0.0 0.0 0.0 0.0 1,161.7 395.4 45.7

Aug-2021 1210 370.0 45.0 30.0 27.2 20.2 182.0 0.0 0.0 0.0 0.0 955.8 319.8 45.0

Sep-2021 805 270.0 75.0 40.0 24.3 17.5 182.0 0.0 0.0 0.0 0.0 523.7 212.5 56.4

Oct-2021 975 190.0 125.0 115.0 24.3 18.1 182.0 0.0 0.0 0.0 0.0 643.7 56.9 11.9

Nov-2021 925 140.0 130.0 130.0 28.0 20.1 182.0 0.0 0.0 10.1 0.0 585.0 0.0 0.0

Dec-2021 1135 100.0 160.0 150.0 26.9 20.1 182.0 0.0 0.0 70.1 0.0 766.1 0.0 0.0

Jan-2022 1215 110.0 125.0 130.0 29.8 22.2 182.0 0.0 0.0 42.2 0.0 878.2 0.0 0.0

Feb-2022 1265 110.0 105.0 115.0 30.2 20.3 182.0 0.0 0.0 25.3 0.0 947.8 0.0 0.0

Mar-2022 1440 130.0 200.0 170.0 28.0 20.8 182.0 0.0 0.0 60.8 0.0 1,030.0 0.0 0.0

Apr-2022 1505 260.0 60.0 40.0 24.1 17.3 182.0 0.0 0.0 0.0 0.0 1,238.9 202.7 22.7

May-2022 1540 380.0 90.0 65.0 23.9 17.8 182.0 0.0 0.0 0.0 0.0 1,244.1 297.2 32.1

Jun-2022 1360 350.0 70.0 95.0 27.8 20.0 182.0 0.0 0.0 0.0 0.0 1,080.2 235.0 30.2

  

Total 14,800.0 2,860.0 1,240.0 1,115.0 320.7 234.0 0.0 208.4 1,719.5

Notes:

1. For the AS (Column G), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 134 MW and regulation of 48 MW on average monthly long term basis.

2. With the exception of Trinity U-2, all major CVP generators are available for Summer production. Releases increasing on the Sacramento River to facilitate early July reductions on the American River.

   TRD production is maximized. Continuing combined CVP/SWP Delta pumping at Federal Jones plant with DWR water being moved from the DMC to the CA Aqueduct via the DCI.

    

3. Please use 90% study for all your analysis.

July 2021

Twelve-Month Forecast of CVP Generation and Base Resource
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